
GENERATOR OPERATING INSTRUCTIONS
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Customer / Company: ______________________________ Date: ______________________________
Generator model / serial no: ______________________________ Phone: ______________________________

AUTOMATIC OPERATION / AUTO
1. Set the automatic/manual selector to AUTO.

2. Press AUTO on the controller and confirm the Auto indicator.

3. The generator starts when mains power fails and stops after mains power returns.

4. If an alarm appears, record it and contact authorized service.

MANUAL OPERATION / MANUAL
1. Set the selector to MANUAL and isolate the load.

2. Start the generator and verify 400 V / 50 Hz.

3. Warm up unloaded, then transfer the load to generator.

4. After mains returns, transfer the load back and stop after cooling.

This document is issued specifically for the customer and generator identified above.
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